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July 27, 2017 (Via email and Certified Mail)
Mr. Richard McKee CERTIFIED MAIL
Chief Engineer NO. 7015 1520 0001 8017 0392

Department of General Services
1515 Clay Street #113

Oakland, California 94612
richard.mckee@dgs.ca.gov

Mr. Jemahl Amen CERTIFIED MAIL

Deputy Director NO. 7015 1520 0001 8017 0408
Department of General Services

707 3" Street, 3 Floor, Office 3-350
West Sacramento, California 95605
jemahl.amen@dgs.ca.gov

SUBJECT: FINAL NOTICE; UNDERGROUND STORAGE TANK SYSTEMS LOCATED AT
1515 CLAY STREET, OAKLAND

Dear Mr. McKee:

As part of an initiative by the State Water Resources Control Board (State Water Board) to
obtain compliance at government-owned and/or operated underground storage tank (UST)
facilities, you were issued a Notice of Violation (NOV) on May 11, 2017, and a subsequent
Failure to Comply letter on July 11, 2017, related to ongoing violations of California’s UST
requirements. To date, we have not received all of the compliance documentation needed to
return the facility back to compliance.

| The State Water Board’s Office of Enforcement directs you to correct the ongoing violations
identified in the NOV and submit compliance documentation to the State Water Board and the
local Certified Unified Program Agency (CUPA) within ten (10) days from the date of this letter.

All compliance documentation must be sent to the following:

State Water Board Local CUPA

Ms. Rebecca Green Ms. Aileen Mendoza

UST Enforcement Unit Supervising Hazardous Materials Specialist
Office of Enforcement Alameda County Department of

State Water Resources Control Board Environmental Health

801 K Street, Suite 2300 1131 Harbor Bay Parkway

Sacramento, California 95814 Alameda, California 94502
rebecca.green@waterboards.ca.gov aileen.mendoza@acqov.org

Office of Enforcement | 801 K Street, Suite 2300 | Sacramento, CA 95814 | 916.341.5272
FeLicia MaRrcus, cHair | THOMAS HOWARD, EXECUTIVE DIRECTOR
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1515 Clay Street, Oakland -2 - July 27, 2017

This letter will be your final notice. Failure to comply with this notice may result in
enforcement action by the State Water Board and/or CUPA. Your continued failure to comply is
considered a “significant violation” as defined in section 2717(a)(3) of title 23, California Code of
Regulations (CCR). In a separate letter, the State Water Board has requested CUPA to issue
you a notice of significant violation in accordance with CCR section 2717.1(b). If you fail to
correct the violations to the satisfaction of CUPA, a red tag may be affixed to the fill pipe of the
non-compliant UST system(s) prohibiting the delivery of petroleum until the violations are
corrected. Each day in which the violations are not corrected may also result in the imposition
of civil penalties of no less than $500 and no more than $5,000 per tank, as authorized by
section 25299 of the Health and Safety Code.

If you have any questions, please contact me at (916) 341-5276 or by email at
david.boyers@waterboards.ca.gov.

Sincerely,

DMG\W

David Boyers
Assistant Chief Counsel
Office of Enforcement

cc:. (via email only)

Ms. Susan Hugo, Chief
Hazardous Materials Division
Alameda County Department of
Environmental Health
susan.hugo@acgov.org

Ms. Aileen Mendoza

Supervising Hazardous Materials Specialist

Alameda County Department of
Environmental Health

aileen.mendoza@acgov.org




